Wiring of the Distribution Board [ Consumer Unit] with RCD Earths for Sub Circuits

. . 2.5 mm2 Cu/ PVC Cables

Phase Supply for Sub Circuit# 1 to # 8
Cable sizes according to Wiring A A A A
Diagram [ based on Sub Circuit rating]

Earth Link

2 nos. x 16mm2 Cu/PVC/PVC Cable
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Copper MCB Bus Bar Segment
2 nos. x 16mm2 Cu/PVC/PVC Cable
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1 1 Neutral Link
#1 #8 10 mm2 Cu / PVC Cable

To Earth Electrode

Neutrals for Sub Circuit# 1 to # 8

Cable sizes according to Wiring
Diagram



